
Belzona Repairs Valley Gu�ers
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Industry: Buildings & Structures Customer Loca�on: Huthwaite, UK
Applica�on: RPA-Roof Problem Areas                            Applica�on Date: July 2020
Substrate: Galvanised steel
Products: * Belzona 3921 (GSC Surface Condi�oner) , 

* Belzona 3111 (Flexible Membrane) , 
* Belzona 9311 , 
* Belzona 1212 , 

Problem
During periods of heavy rain, sheets of water were were falling onto produc�on machinery and stock causing major issues. The
client requested that the worst affected areas were priori�sed and that all the gu�ers would be treated to repair the leaks.

Photograph Descrip�ons
* 1 - General condi�on of exis�ng valley gu�ers , 
* 2 - Condi�on of exis�ng valley gu�er , 
* 3 - Completed Works , 
* 4 - Close up of the completed applica�on , 

Applica�on Situa�on
A total of 8 valley gu�ers were in need of repair at a large plas�c extrusion company. 

Applica�on Method
In accordance with System leaflet RPA-06, the gu�ers were totally cleaned and obvious holes were repaired Belzona 1212.  Belzona
3921 (GSC Surface Condi�oner) was applied to all surfaces, followed by applica�on of the full Belzona 3111 system.

Belzona Facts
The client had tried various repair products in the past and, on this occasion, decided to have Belzona 3111 applied to ensure the
repair was robust and no "false savings" were made.  A regular contractor, used by Belzona for three genera�ons, carried out the
work which was celebrated by the client as being one of the be�er applica�ons the company had seen.
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